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Combined Visualization and
Heat Transfer Measurements
for Steam Flow Condensation
in Hydrophilic and Hydrophobic
Mini-Gaps
Condensation enhancement was investigated for flow condensation in mini-channels.
Simultaneous flow visualization and heat transfer experiments were conducted in
0.952-mm diameter mini-gaps. An open loop steam apparatus was constructed for a mass
flux range of 50–100 kg/m2s and steam quality range of 0.2–0.8, and validated with
single-phase experiments. Filmwise condensation was observed in the hydrophilic mini-
gap; pressure drop and heat transfer coefficients were compared to the (Kim and Muda-
war, 2013, “Universal Approach to Predicting Heat Transfer Coefficient for Condensing
Mini/Micro-Channel Flow,” Int. J. Heat Mass Transfer, 56(1–2), pp. 238–250) correla-
tion and prediction was very good; the mean absolute error (MAE) was 20.2%. Dropwise
condensation was observed in the hydrophobic mini-gap, and periodic cycles of droplet
nucleation, coalescence, and departure were found at all mass fluxes. Snapshots of six
typical sweeping cycles were presented, including integrated flow visualization quantita-
tive and qualitative results combined with heat transfer coefficients. With a fixed average
steam quality (x¼ 0.42), increasing mass flux from 50 to 75 to 100 kg/m2s consequently
reduced average sweeping periods from 28 to 23 to 17ms and reduced droplet departure
diameters from 13.7 to 12.9 to 10.3lm, respectively. For these cases, condensation heat
transfer coefficients increased from 154,700 to 176,500 to 194,800W/m2 K at mass fluxes
of 50, 75, and 100 kg/m2 s, respectively. Increased mass fluxes and steam quality reduced
sweeping periods and droplet departure diameters, thereby reducing liquid thickness and
increasing heat transfer coefficients. [DOI: 10.1115/1.4033496]
1 Introduction
Condensers are critical heat exchangers for a wide range of
applications, such as power plants, seawater desalination, and
chemical processing equipment [1]. In 2014, 86% of electricity in
the United States was generated using thermal cycles [2]. These
thermal power plants are significant water users, and 544 power
plants withdraw at least 2 106 gallons of cooling water every
day [2]. Air-cooled condensers would greatly reduce water usage
for power generation, but dry cooling is currently an expensive
option [3]. Reductions in steam- and air-side thermal resistances
in air-cooled condensers would yield more compact, economical
condensers. For in-tube steam condensation, liquid-phase thermal
resistance dominates condensation, and reduced liquid film thick-
nesses, such as those encountered in dropwise condensation,
increase condensation heat transfer coefficients.
Internal flow condensation enhancements which reduce liquid
film thickness, such as mini-channels and dropwise condensation,
are the focus of this study. Compared to conventional-sized
hydrophilic channels, hydrophilic mini-channels, and microchan-
nels have been shown to enhance condensation heat transfer
[4–8]. Kandlikar [9] considered mini-channels to have diameters
between 200lm and 3mm and microchannels to have diameters
between 10lm and 200lm. Flow regimes and subsequent heat
transfer performance have also been shown to differ in mini-
channels as compared to conventional channels, enhancing con-
densation heat transfer [10–12]. In mini- and microchannels, body
forces such as gravity and buoyancy decrease in significance and
surface tension increases in importance [10–15]. Condensation
heat transfer coefficients typically increase with increasing mass
flux and steam quality [7,8,12,13,16,17], except at low qualities
[4,18].
Dropwise condensation is a heat transfer enhancement mecha-
nism more commonly observed in vapor space condensation. Heat
fluxes and heat transfer coefficients in dropwise condensation on
flat plates [1,19–22] or external tubes [23–26] have been found to
be 5–20 times higher than filmwise condensation for these external
flows. Surface properties such as contact angle [27], surface rough-
ness [20,28,29], and droplet state (i.e., Ref. [30] or [31]) are essen-
tial for promoting dropwise condensation. In order to obtain desired
surface properties to form dropwise condensation, surfaces have
been modified with surface roughness at multiple length scales
[20,29,30,32–34], anisotropic patterns [1,28,35], self-assembled
monolayers [36,37], electroplating [38], ion implantation [25], and
low-surface-energy material coatings [39]. For external flows, drop-
let nucleation, growth, coalescence, and departure have been identi-
fied as critical parameters of heat transfer performance of dropwise
condensation [40–45], with decreased thermal resistances for lower
droplet sizes [46–48].
In-tube flow condensation differs from vapor space condensa-
tion due to higher mass flow rates, and therefore, higher shear
stresses at the liquid–vapor interface [49]. Mini- and microchan-
nels offer opportunities for flow condensation enhancement over
conventional-sized channels, and few studies have investigated
dropwise condensation in mini- and microchannels. Fang et al.
[50] obtained 15% heat flux enhancement in a 286 lm diameter
hydrophobic silicon channel with a contact angle of 123 deg and a
hydrophilic channel with a contact angle of 25 deg. Derby et al.
[51] studied steam flow condensation in 1.06mm mini-gaps of
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hydrophilic copper that measured 1.06mm with a contact angle of
40 deg and TeflonAF
TM
coated channels with a contact angle of
120 deg. Condensing steam heat transfer coefficients were found
to be 3.2 to 13.4 times that of filmwise condensation. Dropwise
condensation and droplet sweeping were hypothesized to be
enhancement mechanisms based on heat transfer coefficient
measurements.
Flow regimes significantly impact two-phase heat transfer coef-
ficients for internal flows [10,11], and flow regimes have been
mapped by Garimella [52] for condensation and Thome et al. [53]
for boiling. Kim and Mudawar [54] created a universal condensa-
tion heat transfer coefficient predicting model with one correction
for annular flow and another correction for slug flow based on a
modified Weber number. Visualization and digital image analysis
has enabled investigation of flow condensation and underlying
flow mechanisms which affect condensation heat transfer. Chen
et al. [55] investigated steam condensation in triangular micro-
channel with hydraulic diameters of 100 lm and 250lm and
observed droplet, annular injection, and slug-bubbly flow.
Increased mass flux was shown to enhance condensation heat
transfer. Liebenberg et al. [56] observed flow regime transition
from annular to intermittent at vapor qualities of 0.48 for smooth-
tube and 0.3–0.39 for a microfin tube with a diameter of
17.27mm at mass fluxes ranging from 300 to 800 kg/m2 s. Chen
and Derby [57] observed cycles of droplet nucleation, growth, and
sweeping in a hydrophobic 0.952mm mini-channel.
The objectives of this study were to combine flow visualization
and heat transfer measurements in order to understand flow and
heat transfer effects for internal flow condensation. It was
hypothesized by Derby et al. [51] that droplet sweeping was
responsible for order-of-magnitude condensation heat transfer
enhancement in hydrophobic channels; however, flow was not
observed in that work to confirm the hypothesis. Research objec-
tives for this work included simultaneous flow visualization and
heat transfer measurements in order to understand dropwise con-
densation in flow condensation, including the effects of droplet
nucleation, coalescence and growth, and sweeping. To accomplish
this, steam was condensed in hydrophilic and hydrophobic mini-
gaps with hydraulic diameters of 0.952mm for mass fluxes of 50,
75, and 100 kg/m2 s within a steam quality range of 0.2–0.8; for
each case, condensation heat transfer coefficients and videos were
recorded and presented.
2 Experimental Apparatus and Methods
2.1 Apparatus. An open-loop steam apparatus was con-
structed to simultaneously measure condensation heat transfer and
capture visual information for a wide range of steam mass fluxes
and qualities (Fig. 1). The campus facility provided steam at
550 kPa and then regulated the steam to a pressure of
approximately 250 kPa. Three parallel 60lm pore filters removed
small particles, rust, and debris. Since building steam quality was
unknown, the steam entered the separation tank to remove excess
liquid. A 500W cartridge heater superheated the steam to
20–30 C above saturation temperature in order to determine
enthalpy with measured temperature and pressure and the precon-
denser set the test section inlet quality. The precondenser was
cooled via a constant temperature bath (Neslab RTE-221) with
cooling water flowing rate measured by a Coriolis flow meter
(Micro MotionTM F-series sensor and 2700 transmitter). Cooling
water inlet and exit temperatures were measured with T-type ther-
mocouple probes, and steam quality exiting the precondenser and
entering the test section was found with an energy balance. In the
test section, inlet and exit temperatures, inlet pressure, and pressure
drop were directly measured. The flow was visualized through a
glass window using a Leica Z16 APO macroscope and a FASTEC
IL3 high-speed camera (maximum space resolution of 1280 1024
at 500 fps and reduced resolution for up to 20,000 fps rate). In the
postcondenser, steam fully condensed and passed through a rotame-
ter for visual confirmation of flow stability. The condensate mass
flow rate was measured with an electronic scale and timer.
2.2 Test Section. The test section consisted of a cover plate,
glass viewing window, interchangeable coupon with mini-gap,
oxygen-free copper block for heat flux measurements, a PEEK
block with flow inlet and exit, and an aluminum cooling pad
(Fig. 2). The mini-gap was milled into an oxygen-free copper cou-
pon with a width of 10mm, a depth of 0.5mm, a length of 40mm,
and a hydraulic diameter of 0.952mm. Leaving the precondenser,
steam flowed through the PEEK block and entered and exited the
mini-gap at an angle of 20 deg from the horizontal plane. The cou-
pon inlet and exit were sealed to the PEEK block with O-ring
seals. Indium thermal interface material connected the coupon to
the heat flux measuring block machined out of oxygen-free copper
to ensure well-documented thermal conductivity. For temperature
gradient measurements, the 20 40 40mm copper block had
five holes with diameters of 3.5mm and spaced 8mm apart verti-
cally. T-type thermocouples with diameters of 3.175mm were
inserted into each hole, and a thermocouple was installed in the
coupon 1mm from the mini-gap in order to determine wall tem-
perature. Heat flux was found using Fourier’s law for the heat
transfer coefficient and steam quality change in the test section.
Thermal paste (Omega Thermo 201) was used to maintain contact
between the copper heat flux block and the aluminum cooling
pad. Cooling water from the water bath flowed through serpentine
channels in cooling pads with a total temperature change of less
than 2 C, ensuring a constant temperature boundary condition.
Flow visualization was accomplished from the top with the mac-
roscope (LeicaTM Z16 APO) through a tempered glass viewing
window that was 3.175mm thick (Fig. 2). The window was sealed
Fig. 1 Flow condensation experimental apparatus
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to the coupon via an O-ring seal, and a cover plate on the top glass
window provided pressure for sealing. The entire test section was
clamped with five bolts from the cover plate to the cooling pads;
bolts were torqued in a diamond pattern for optimal interface heat
conduction and O-ring sealing.
2.3 Surface Preparation. Flow condensation experiments
were conducted on a bare copper hydrophilic coupon and a Teflon
AF
TM
-coated hydrophobic coupon. A goniometer measured the
contact angle of a water droplet on the hydrophilic surface to be
706 3 deg (Fig. 3). The hydrophobic mini-gap was dip-coated
[51]. The coupon was initially put into a UV machine
(ProCleanerTM 110) for 30min and then soaked in isopropanol for
10min to remove small particles and the oxide layer. The coupon
was then dipped twice in a solution of DuPont Teflon AFTM Grade
400s2-100-1 and FC-40 solvent. Subsequently, the coupon was
baked at 105 C for 1 hr to remove the solvent and then 165 C for
24 hrs to create a uniform coating. After the dip-coating process,
the contact angle was measured to be 1106 3 deg (Fig. 3).
2.4 Single-Phase Validation Data Reduction. The goals of
single-phase validation tests were to verify the accuracy of heat
transfer measurements and to quantify heat loss from the glass
window. In the single-phase validation tests, steam was fully con-
densed in the precondenser and cooled in the test section. An
energy balance was conducted on the condensate via Fourier’s
law. The cooling rate of the condensate was obtained using the
following expression:
_Qst ¼ _mstcpðTin  ToutÞ (1)
where _Qst was the condensate heat transfer rate, _mst was the hot-
side mass flow rate, cp was the specific heat of water, and Tin and
Tout were the inlet and exit temperatures, respectively. Fourier’s
law was applied to the copper block
_Qbl ¼ kcuWblLbl
dT
dy
(2)
where _Qbl was the heat transfer rate measured in the copper block,
kcu was the conductivity of oxygen-free copper, Wbl and Lbl were
the width and length of the copper block, and dT=dy was the tem-
perature gradient. The temperature gradient was the slope
obtained from a linear regression of five temperature measure-
ments in the block. Additionally, single-phase Nusselt numbers
were obtained using the heat transfer rate measured in the copper
block.
Heat loss through the glass window in the test section is the dif-
ference between the heat transfer rates measured with and without
the insulation cover on the top of the glass window. It was quanti-
fied with the following equation:
_Qloss ¼ _Qw;ins  _Qwo;ins (3)
where _Qloss was the heat loss from the glass window, _Qwo;ins was
the measured heat transfer rate in the block with thermal insula-
tion on the top of glass window, and _Qwo;ins was the measured
heat transfer rate in the block without the thermal insulation on
the top of glass window.
2.5 Condensation Heat Transfer Coefficient Data Reduc-
tion. Condensation heat transfer coefficients were calculated
using Newton’s law of cooling
h ¼ q
00
cond
Tst  Ts ¼
_Qbl
WblLbl
Acond
Tst  Ts (4)
where h was the heat transfer coefficient, q00cond was the heat flux
normal to the condensation surface, Acond was the condensation
area of the mini-gap, Tst and Ts were the steam temperature and
surface temperatures at the center point of the mini-gap, respec-
tively, and Wbl and Lbl were the width and length of the mini-gap,
respectively. The surface temperature was obtained via direct
Fig. 2 Front (left) and top (right) views of test section
Fig. 3 Contact angle of water on bare copper surface (left) and Teflon AF
TM
-treated hydropho-
bic surface (right)
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thermocouple measurement 1mm below the condensation surface.
Fluid temperature at the center point was found with local pres-
sure Pst, calculated with following equation:
Pst ¼ Pin  DP ¼ Pin  DPinlet  1
2
DPgap (5)
where Pst was the steam pressure at the center point, Pin was the
inlet pressure, DP was the pressure drop from the inlet to the cen-
ter point, DPinlet was the pressure drop in the inlet tube, and DPgap
was the pressure drop in the mini-gap. The pressure drop model in
the test section consisted of three segments: an inlet tube with a
diameter of 2mm, a condensation mini-gap, and an outlet tube
with a diameter of 2mm. This pressure drop model was compared
to the experimental pressure drop obtained with a differential
pressure transducer (Omega PX409); agreement was excellent
(Fig. 4), resulting in uncertainties in fluid temperature of 60.2 C.
Pressure drops in the test section were predicted with the two-
phase pressure drop model by Lockhart and Martinelli [58], which
was modified by Kim and Mudawar [59] for condensation in
mini- and microgaps
DP
Dz
 
TP
¼ /2f 
DP
Dz
 
f
¼ 1þ C
v
þ 1
v2
 
DP
Dz
 
f
(6)
v2 ¼
DP
Dz
 
f
DP
Dz
 
g
(7)
DPpred ¼ DPinlet þ DPgap þ DPoutlet (8)
where DP=Dz was the pressure gradient, /f was the two-phase
multiplier, v was Lockhart–Martinelli parameter, ðDP=DzÞf andðDP=DzÞg were the frictional pressure gradient with liquid or gas
only, respectively, and DPpred, DPinlet, DPgap, and DPoutlet were
predicted pressure drops in the entire test section, inlet tube, con-
densation mini-gap, and outlet tube, respectively.
2.6 Uncertainty Analysis. Care was taken to ensure accurate
measurements. T-type thermocouples were calibrated in a water
bath at seven temperature points, plus ice and boiling points,
against a thermometer (Omega HH41) with an accuracy of
60.05 C in order to obtain a resultant temperature measurement
uncertainty of 60.2 C. The uncertainty of temperature gradient
in the copper block was calculated using an equation developed
by Kedzierski and Worthington [60]
wg ¼
ﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃ
w2Ti þ
q00D
6kcu
 2s ﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃ
1PN
i¼1
yi  yð Þ2
vuuut (9)
where wTi was the calibrated thermocouple uncertainty, yi was the
distance of the ith thermocouple from the condensation surface,
and y was the average distance of the thermocouple from the con-
densation surface. Due to the high conductivity of oxygen-free
copper, large spacing between holes, and the small diameter of
the holes, the gradient uncertainty was a maximum of 62%. Pres-
sure transducers were calibrated with a deadweight tester to obtain
full range uncertainty of 0.25% (1.7 kPa). Condensate mass flow
rates were measured with an electronic scale, and flow stability
was visually monitored with a rotameter at the end of the steam
line. Mass flow rate uncertainties contributed minimally to the
system uncertainties because each test lasted more than 10min
and the flow was very stable (mass flow rate fluctuated less than
62%). In general, uncertainties in quality were 60.01–0.02. The
precondenser and test section were insulated with fiberglass to
prevent ambient heat loss, and the glass window in the test section
was insulated during heat transfer data acquisition; the insulation
was removed for taking video.
Propagation of uncertainty analysis was conducted using the
approach by Kline and McClintock [61]
w2h ¼
xq00;cond
Tst  Ts
 2
þ xTst
Tst  Tsð Þ2
 2
þ xTs
Tst  Tsð Þ2
 2
(10)
where wh was the propagated uncertainty for the heat transfer
coefficient, xq00;cond was the propagated uncertainty of heat flux in
the mini-gap, and xTst and xTs were steam temperature and sur-
face temperature uncertainties, respectively. Heat transfer coeffi-
cient uncertainties are reported in Secs. 3.2 and 3.3.
In addition, the uncertainty in test section steam quality was
estimated through a propagation of uncertainty approach. The pri-
mary contributor to uncertainty in quality was from the precon-
denser, which is a tube-in-tube heat exchanger. Cooling water
entered the precondenser at a temperature of 20 to 35 C, and an
energy balance was conducted on the coolant. For test purposes,
the coolant energy balance was compared to the energy change of
fully condensing superheated vapor into single-phase liquid. The
cooling side heat transfer rate matches the steam side heat transfer
rate within64%, indicating negligible heat loss.
Fig. 4 Experimental pressure drop (left) and comparison of experimental results and pres-
sure drop model (right)
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Average test section quality was calculated from inlet quality,
xin, and change in quality across the test section, Dx
x ¼ xin  1
2
Dx (11)
where the inlet quality was determined through an energy balance
on the precondenser
xin ¼ hin  hsat;f
hf g
¼
hshv 
_QPC
_mst
 hsat;f
hf g
¼
hshv  _mcooling Cp DT
_mst
 hsat;f
hf g
(12)
and the change in test section quality was determined through the
test section energy balance
Dx ¼
_Qbl
_msthfg
¼
k dT
dy
Abl
_msthfg
(13)
Resulting uncertainties in average test section quality were
calculated
x2 xð Þ ¼ _mcooling Cp
_mst hfg
 2
x DTð Þ2 þ 1
_msthf g
 2
x _Qbl
 2
(14)
The contribution of uncertainty from the cooling water flow rate
was very small due to the accuracy of the Coriolis flow meter, and
the uncertainty of the steam flow rate was negligible due to the
stable flow rate and long time duration. The resultant maximum
value in steam quality uncertainty was 60.02, and therefore is not
shown in the figures.
3 Results and Discussion
3.1 Single-Phase Validation. Single-phase tests validated the
heat transfer rate measurement in the cooper block, heat loss from
the glass window, and heat transfer coefficient measurement. In
the tests, the test section heat transfer rate ranged from 40 to 80W
(Fig. 5(a)) corresponding to inlet temperature ranging from 75 to
110 C. Cooling side temperature was maintained constant
(35 C). and therefore, higher inlet temperature corresponds to
higher heat flux and larger temperature drop in the test section.
The single-phase energy balance was compared to the heat flux
obtained via Fourier’s law. The agreement was very good at most
heat fluxes (Fig. 5(a)), but was reduced when single-phase con-
densate temperature changes approached 40 C at the highest heat
transfer rate. At a fluid temperature change of 40 C, it is likely
that heat losses and axial conduction affected heat transfer mea-
surement; however, this large temperature drop was not encoun-
tered in two-phase testing since condensing steam temperature
changes were less than 5 C. Heat loss through glass window was
calculated by comparing the heat transfer rate in the copper block
with and without an insulation cover, measured at various water
temperatures (70–110 C), and heat losses were always less than
5% (Fig. 5(b)). In the two-phase tests, steam-condensing tempera-
tures ranged from 120 to 130 C. Heat losses through the visual-
ization window decreased steam quality by less than 0.001 and
were considered negligible. For further validation of the test sec-
tion, single-phase Nusselt numbers were measured for laminar
flows (Fig. 6). Due to the high aspect ratio of the channel (20:1),
the experimental data were compared against the theoretical case
for flat plates with one plate insulated (Nu¼ 4.86) and the result-
ing agreement was very good.
3.2 Condensation Heat Transfer and Flow Visualization in
a Hydrophilic Mini-Gap. After the experimental apparatus was
validated, condensation heat transfer and flow visualization
Fig. 5 Single-phase validation tests: (a) heat transfer rates, and (b) heat loss through the vis-
ualization window
Fig. 6 Single-phase heat transfer measurement validation
tests comparing experimental results to convection in two
infinite plates with one side insulated
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experiments were conducted in the bare copper hydrophilic mini-
gap at mass fluxes of 50, 75, and 100 kg/m2 s for a range of qual-
ities. In general, quality changes were low (0.2) through the
mini-gap, although quality changes increased slightly at the low-
est mass flux of 50 kg/m2 s. For all cases, filmwise condensation
was observed in the hydrophilic mini-gap (Fig. 10(a)). Pressure
drop and heat transfer coefficients in the hydrophilic mini-gap at
mass fluxes of 50, 75, and 100 kg/m2 s for qualities are reported in
Figs. 4 and 7. Pressure drop increased with increased steam qual-
ities or mass fluxes, corresponding to increased superficial or aver-
age velocity. The heat transfer coefficient increased with
increased steam qualities and mass fluxes, corresponding to
decreased condensate film layer thickness.
For tests in the hydrophilic mini-gap, condensation heat transfer
data were compared to the Kim and Mudawar [54] correlation for
filmwise condensation in micro- and mini-channels. The correla-
tion was developed for a number of fluids, primarily refrigerants,
for diameters ranging from 0.424 to 6.22mm. The correlation was
assessed using MAE, defined as
MAE ¼ 1
n
Xn
i¼1
 hpred  h exph exp
 (15)
where hpred was the heat transfer coefficient obtained from the
Kim and Mudawar [54] correlation, hexp was the experimentally
measured heat transfer coefficient, and n was the total number of
data. The MAE of experimental results from the Kim and Muda-
war model [54] was 20.19% (Fig. 8), demonstrating good predic-
tion of the experimental data for the hydrophilic mini-gap. The
experimental results were higher than the model, particularly at
lower qualities, with several possible contributing factors. First,
the correlation was developed primarily for refrigerants, but water
has a higher surface tension value. Surface tension may cause con-
densate to gather in sharp mini-channel corners, thereby thinning
the liquid film around the perimeter and increasing heat transfer,
although this liquid film thinning is dependent on the fluid and ge-
ometry [62–65]. Second, the mini-gap had a large aspect ratio
(20:1), and the flow was developing in the test section. Overall,
the Kim and Mudawar [54] correlation accurately predicted the
data for the hydrophilic mini-gap.
3.3 Condensation Heat Transfer and Flow Visualization in
a Hydrophobic Mini-Gap. Flow condensation was studied in a
hydrophobic mini-gap for three mass fluxes and a range of qual-
ities. Dropwise condensation was observed in the hydrophobic
mini-gap, and correspondingly higher heat transfer coefficients
were recorded compared to the hydrophilic surface. The results
are discussed in Secs. 3.3.1–3.3.4.
3.3.1 Visualization of Dropwise Condensation. Condensation
was studied in a hydrophobic mini-gap at mass fluxes of
50–100 kg/m2 s. Periodic droplet nucleation, coalescence, and
departure stages were observed in hydrophobic mini-gaps; no
droplets were observed in the hydrophilic mini-gap (Figs. 9 and
10). Depending on the mass flux and quality, water in the hydro-
phobic mini-gap could completely cover the surface with small
droplets or form larger droplets or rivulets. Droplet size is an
important parameter that governs condensation since small drop-
lets account for the largest portion of heat transfer [46,66,67], and
departure droplet size was observed to be a function of mass flux
and quality. The largest droplets were observed for the lowest
flow rate of 50 kg/m2 s, and droplet size decreased as mass flux
and shear forces increased (Fig. 10).
3.3.2 Sweeping Appearance and Heat Transfer With Various
Mass Fluxes. Videos were analyzed at the center point for condi-
tions of identical average quality (x ¼ 0:42) and differing mass
fluxes of 50, 75, and 100 kg/m2 s. Videos were taken at 250 fps
and were reviewed frame by frame with ImageJTM and PFVTM
(PHOTRON FASTCAM VIEWER) software. The cycle began with
Fig. 7 Condensation heat transfer coefficients in hydrophilic
gap
Fig. 8 Experimentally measured filmwise condensation and
heat transfer coefficients predicted by Kim and Mudawar [54] in
the hydrophilic mini-gap
Fig. 9 Nucleation, coalescence, and departure states of drop-
lets in a hydrophobic mini-gap
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nucleation, followed by coalescence, and ended at the frame at
which the droplets departed. Three typical sweeping periods of
three mass fluxes are depicted in Fig. 11.
Sweeping cycle periodicity allowed for the identification of the
sweeping frequency. Videos were taken for conditions of identical
steam quality of 0.42 and mass fluxes of 50, 75, and 100 kg/m2 s.
A 1mm 1mm area was selected near the center point to deter-
mine the sweeping periods. Cycles beginning with nucleation and
ending with a majority of droplets with uniform dimensions in the
view were swept. Twenty cycles were identified for each scenario.
At the lowest mass flux of 50 kg/m2 s, the widest range in sweep-
ing periods were observed, 12 to 77ms, with an average value of
28ms and standard deviation of 15ms. For G¼ 75 kg/m2 s, the
sweeping period range was smaller, 12 to 32ms, with an average
value of 23ms and standard deviation of 6ms. For the highest
mass flux G¼ 100 kg/m2 s, the sweeping period range was the
narrowest, 7.2 to 24ms, with an average value of 17ms and stand-
ard deviation of 4.4ms (Figs. 11 and 12). Droplet departure diam-
eters were measured for each mass flux for a cycle with a
sweeping period close to the average value for that mass flux.
Since the effects of shear are of primary interest, reported droplet
diameters include only droplets moved via interfacial shear forces.
Analyzing the same area where sweeping periods were found, the
average departure diameter were 13.76 4.5lm, 12.96 4.0lm,
Fig. 10 Condensation modes in (a) hydrophilic G5 50kg/m2 s and hydrophobic surface, (b)
G5 50kg/m2 s, (c) G5 75kg/m2 s, and (d) G5100kg/m2 s
Fig. 11 Nucleation, coalescence, and departure stages with steam quality of 0.42 and mass fluxes of 50, 75, and 100kg/m2 s
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Fig. 12 Comparison of sweeping periods at average steam quality of 0.42 at mass fluxes of (a) 50, (b) 75, (c) 100kg/m2 s,
and (d) sweeping periods with standard deviations
Table 1 Droplet departure diameter at different mass fluxes and qualities
Mark Mass flux (kg/m2 s) Steam quality Average departure diameter (lm) Standard deviation (lm) Largest departure diameter (lm)
A 50 0.42 13.7 4.5 26.40
B 75 0.42 12.9 4.0 21.19
C 100 0.42 10.3 1.0 11.99
D 50 0.35 32.0 16 64.36
E 50 0.42 13.7 4.5 26.40
F 50 0.55 10.6 1.5 13.92
Fig. 13 Nucleation, coalescence, and departure stages with G550kg/m2 s and steam qualities of 0.35, 0.42, and 0.55
091503-8 / Vol. 138, SEPTEMBER 2016 Transactions of the ASME
Downloaded From: http://heattransfer.asmedigitalcollection.asme.org/ on 05/23/2016 Terms of Use: http://www.asme.org/about-asme/terms-of-use
and 10.36 1.0 lm for mass fluxes of 50, 75, and 100 kg/m2 s,
respectively, (Table 1). At the same quality, droplet departure
diameter sizes decreased with increasing mass flux.
Heat transfer coefficients were measured for the cases depicted
in Figs. 11 and 13. Decreased droplet size and increased droplet
sweeping frequency reduced thermal resistance between steam
and solid, thereby increasing the heat transfer coefficients. Heat
transfer coefficients were given for cases corresponding to A–F
(Fig. 14). At an average steam quality of 0.42, condensation heat
transfer coefficients increased from 154,700 to 176,500 to
194,800 at steam mass fluxes of 50, 75, and 100 kg/m2 s, respec-
tively. With mass flux of 50 kg/m2 s, only modest increases in the
heat transfer coefficient were observed at qualities of 0.35–0.55
(Fig. 14). The largest droplets (326 16lm) were observed at the
lowest mass flux of 50 kg/m2 s and quality of 0.35 (Fig. 14), and
exhibited the lowest heat transfer coefficients measured in the
hydrophobic channel (Table 1).
3.3.3 Sweeping Appearance and Heat Transfer With Various
Qualities. Additional visualization studies were conducted to
understand the impact of quality on a fixed mass flux. Periodiclike
cycles of nucleation, coalescence, and departure were found. At a
mass flux maintained at 50 kg/m2 s, typical cycle periods in Fig.
13 were 32 ms, 24ms, and 16ms with steam qualities of 0.35,
0.42, and 0.55, respectively. Droplet departure diameters were
analyzed for average cycles. Analyzing the same area where
sweeping periods were found, the average departure diameter
were, respectively, 326 16lm, 13.76 4.5 lm, and 10.66 1.5 lm
for qualities of 0.35, 0.42, and x¼ 0.55, respectively, (Table 1).
3.3.4 Condensation Heat Transfer Coefficients in the
Hydrophobic Mini-Gap. Dropwise condensation was observed in
the hydrophobic mini-gap increasing condensation heat transfer
coefficients compared to filmwise condensation in the hydrophilic
mini-gap. Condensation heat transfer coefficients are presented in
Fig. 15. Uncertainties in the condensation heat transfer coefficient
were 64.5% to 610.1%, substantially reduced compared to over
640% in the work of Derby et al. [51] due to low fluid-wall tem-
perature differences. Uncertainty reductions were obtained due to
a taller test section and higher measured fluid-wall temperature
differences, approximately 3–7 C. In the range measured,
increases in quality only had modest effects on the heat transfer
coefficient, while increases in mass flux increased heat transfer
coefficients. Based on flow visualization, droplet departure diame-
ters were smaller for high mass fluxes at the same quality. The
hypothesis was made that this reduction in droplet departure size,
and therefore, liquid film resistance was responsible for the
increase in heat transfer coefficients with respect to mass flux.
Flow condensation heat transfer coefficients in the hydrophobic
gap were compared to the measured filmwise condensation heat
transfer coefficients in the hydrophilic gap (Fig. 16). Heat transfer
coefficient enhancement is defined as
 ¼ hphobic
hphilic
(16)
where  was the ratio of experimental data over predicted data,
hphobic was the experimentally measured heat transfer coefficient
in the hydrophobic gap, and hpre was the corresponding heat trans-
fer coefficient in a hydrophilic gap for a specific mass flux, G, and
steam quality, x. Experimental data with hydrophobic mini-gap
showed 480–614% enhancement over the hydrophilic mini-gap.
Highest enhancements were observed at the lowest qualities, in
which the liquid film created the highest filmwise resistance.
4 Conclusions
Condensation experiments were conducted in hydrophilic and
hydrophobic 0.952mm diameter mini-gaps; flow visualization
and heat transfer data were simultaneously recorded. Filmwise
condensation was observed in the hydrophilic (contact angle
70 deg) mini-gap, whereas dropwise condensation were observed
on the Teflon AF
TM
-coated hydrophobic surface (contact angle
110 deg). The following observations were made and conclusions
were drawn:
(a) Periodic cycles of droplet nucleation, coalescence, and
departure were observed in dropwise condensation in the
hydrophobic mini-gap.
Fig. 14 Heat transfer coefficient on hydrophobic surface corre-
sponding to conditions in Figs. 11 and 13
Fig. 15 Heat transfer coefficient enhancement of hydrophobic mini-gap
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(b) When the average steam quality was fixed (x¼ 0.42), the
average sweeping period decreased from 28 to 23 to 17ms
for mass fluxes of 50, 75, and 100 kg/m2 s, respectively,
and the average droplet departure diameters decreased from
13.7 to 12.9 to 10.3lm.
(c) When the steam mass flux was fixed (G¼ 50 kg/m2 s), the
average sweeping periods of 32, 24, and 16ms and average
departure diameters of 32, 13.7, and 10.6lm were found at
average steam qualities of 0.35, 0.42, and 0.55, respectively.
(d) Reduced droplet departure size and sweeping periods corre-
sponded to increased condensation heat transfer coeffi-
cients, demonstrating the importance of droplet sweeping
for reducing condensate liquid resistances, and enhancing
flow condensation.
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Nomenclature
A ¼ area, m2
Cp ¼ specific heat, kJ/(kg K)
D ¼ diameter, m
G ¼ mass flux, kg/(m2 s)
h ¼ heat transfer coefficient, W/(m2 K)
k ¼ thermal conductivity, W/(m K)
L ¼ length, m
_m ¼ mass flow rate, kg/s
P ¼ pressure, kPa
_Q ¼ heat transfer rate, W
q00 ¼ heat flux, W/m2
R ¼ thermal resistance, m2 k/W
t ¼ sweeping period, s
T ¼ temperature, C
W ¼ width, m
y ¼ vertical location, m
Z ¼ characteristic length, m
Greek Symbols
 ¼ heat transfer coefficient enhancement
U ¼ two-phase pressure drop multiplier
v ¼ Lockhart–Martinelli parameter
x ¼ uncertainty
Subscripts
bl ¼ block
cond ¼ condensation
cooling ¼ cooling water
cu ¼ copper
exp ¼ experimental result
f ¼ fluid
g ¼ temperature gradient
gap ¼ condensation mini-gap
in ¼ test section inlet
inlet ¼ inlet tube test section
out ¼ test section outlet
philic ¼ hydrophilic
phobic ¼ hydrophobic
pred ¼ predicted result
s ¼ surface
st ¼ steam
TP ¼ two phase
w, ins ¼ with insulation
wo, ins ¼ without insulation
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